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REQUIRED FIELD WIRING FOR

CO2 VENTILATION OPERATION.
IN *B CONFIGURATION FOR MODULATING 
PANEL UNLESS A CO2 SENSOR IS INSTALLED
GRAY WIRE IS DEAD-ENDED IN CONTROL
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MOVE THIS BROWN/WHITE WIRE
FROM COM TO NC IF JUMPER IS USED
BETWEEN 01 AND G.


