CRV-CONTROL BOARD (5)
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KEY
*A - OPTIONAL ON/OFF CO2 CONTROL
*B - OPTIONAL MODULATING CO2 CONTROL
*C - SINGLE-STAGE UNIT
*D -OPTIONAL FIELD JUMPER FOR
CONSTANT VENTILATION WHEN
INDOOR FAN IS ON

2 © — ~ —REQUIRED FIELD WIRING FOR
6 B OPTIONAL CO2 CONTROL
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: GRAY WIRE IS DEAD-ENDED IN CONTROL
: PANEL UNLESS A CO2 SENSOR IS INSTALLED
: IN *B CONFIGURATION FOR MODULATING
*IB CO2 VENTILATION OPERATION.
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