
B/W
1

4GRAC

4
5

3
1

2
6

NCNO
COM

W
2 Y

W
2 Y

W
2 Y

FDBK

COM

24V

CONTROL

GRAY

4056-266 C

43

PLUG - FEMALE
9-PIN MOLEX

44

PLUG - MALE
9-PIN MOLEX

1

40

Move Brown/White wire landing from COM to NC if        jumper is used from A to G.2

Optional field jumper wire for constant ventilation with blower operation if occupied signal or CO2 demand or not used1
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