. s COMPONENT CODE
= FR PRL (B |CIRCUIT BREAKER
COMP | COMPRESSOR
o o CC |COMPRESSOR CONTACTCR
b ! CCM |COMP. CONTROL MODULE
" FCB FuquEE CONTROL BOARD
N C FR |FLAME ROLLOUT
@ @ @Ofco ﬁ IS FS  |FLAME SENSOR
— GND | GROUND
PR PR ) |PLI SL —@ GV |GAS VALVE
’ id © HPC |HIGH PRESSURE CONTROL
o J o) IBC | INDOOR BLOWER CAPACITOR
A— ] IBM | INDOOR BLOWER MOTOR
BL —BL—— W (:) IDB | INDUCED DRAFT BLOWER
LAC |LOW AMBIENT CONTROL
BK BR ® LPC |LO} PRESSLRE CONTROL
R T D OFC |OUTDOOR FAN CAPACITOR
Lo OFM |OUTDOOR FAN MOTOR
R @ PLI |2 PIN PLUG
( y ©) PM  |PHASE MONITOR
@ | R PRL [PRIMARY LIMIT
OU®||E o IIGIEIGIE (®) PS  |PRESSLRE SITCH
% 95016 22 &8 O ST |SPARK IGNITER
B So— SL | SECONDARY LIMIT
00 2 DOC 000l D) T | TRANSFORMER
O | D@6 TB | TERMINAL BLOCK
w555 ® TS | TERMINAL STRIP
}
Y "
BL
X % USE COPPER
{ CONDUCTORS SUITABLE
— 5 pr— T2 Al FOR AT LEAST 75°c
BK R CG\D
= BLOYER SPEED COLR CODE
+® 240 a p— [ = B
H 208 @ I LI HIGH BLACK
©°""ce BK _ B MEDILM HIGH | BLLE
&J‘ BK— T T e MEDILN L0y | PURPLE
\ N 230/208-60-3 | Loy RED
- Y— —— ALX. CRANGE
=
° HPC €@ e
] I =
= ® T—
g . o= BK——— )
. © BK ;§ DHISE O 13
(PO CRC 3 TP
M DUENE
= COLOR CODE
BK | BLACK
R R BL BL Be | Bt
BR | BROWN
GR | GRAY
JAWAN 0 | ORANGE
~ Ti/G e | ke
STv o=¢ Y2 W | WHITE
o S Y | YELLOW
HPC LPC 13R
(OPT.)
A\, LABELED WIRES CONNECT
IF NO OPTIONS LSED
A\ MIDEL | cooL | HEAT | C. BREAKER /A\ RED (LOY), PLRPLE (MED. LOj)
NG482 HIGH | MED. 35 A BLLE (MED. HIGH), BLACK (HIGH)
WHERE APPLICABLE.
§G602 HIGH | MED. 54 ALL UNUSED LEADS TAPED OFF.

|Z§§ FOR 208V OPER. LISE 208V TAPI

IF ANY OF THE ORIGINAL WIRE
APPLIANCE MUST BE REPLACED,
WITH WIRING MATERTAL HAVING

OF AT LEAST 105°C EXCEPT THE IGNITION CABLE WHICH

IS 250° HIGH VOLTAGE CABLE.

WIRING CODE

AS SUPPLIED WITH THE
IT MUST BE REPLACED
A TEMPERATLRE RATING

230/208 VAC FACTOIRY———
230/208 VAC_FIELD= = = = =
24 VAC FACTORY

24 VAC FIELD— - — —— - — -

/\ DANGER

+ ELECTRIC SHOCK HAZARD
= DISCONNECT POWER BEFORE

SERVICING

I 4085-220 E




