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Wire Identification numbers
for Bard use only.99

USE COPPER CONDUCTORS
ONLY SUITABLE FOR AT LEAST

75° C.

WARNING!

*DISCONNECT POWER BEFORE

! DANGER
*ELECTRICAL SHOCK HAZARD

 SERVICING.
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*TO HEATER CONTACTOR COIL*
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Single/Dual Speed Operation

Attention!

-For single-speed operation, connect as shown
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 Blower Airflow Select Wires:
-Connect Gray wire to R in W36, W48 or W60 Units

 Unused wires. Ends should be capped with a wire nut.


