@yl 1

6 Pin Plug
(Female)
~Brn/Blk-

—

B|ue/B|kE’<

Black (High) where

—/

Evaporator Section | A A

Fan Motor

Black/White

Ground

Contactor
I—( T3)

@

T

L1fL2] L3 Terminal @ 12 @ Phase Monitor
Block #1 I
LN
Compressor

% Ground Lug

Outdoor Fan
Capacitor

13
Compressor
11

Outdoor

Outdoor Fan Relay

Indoor

Fan
Motor

Red/White

:

I

lac

Eyelet
Black/White Defrost Sensor
D
Blue W
Blue N
Black
Black
(— - Tow] - —VYellow — —
Yellow/Brown = Reversing Valve
| r— Red
| | L
- - -BlackiWhite | S
S

Hi Pressure Control

!

P

Low Ambient Control (Opt.

.

Tz

Low Pressure Control

~—]

O N NAC A
% ] Low Ambient 3 oq O
Bypass (opt. D =
§ @_| | ypass (opt.) & S
: BOVOE) ST
© ® .
|
A \
L ! T Black—
Il
! RCd
@@
——Brown—— 2 J [€)
% — 1—VYellow- 4
j5}
@ “~Yellow/Black—
-YeIIow/BIackm
Contactor

~Yellow/Blk~

@

-Brown——
“-Blue/Black—

“—Red/Yellow—

PO

Yellow

b

Brown/Blac

®RCEEEE

®®

Remove Jumper
Between "Y" and
"Y1" if Outdoor
Thermostat is used.

Move wire from W2 to

"

Outdoor Fan
© Relay

-
|

J

!

Outdoor Thermostat (Opt.)

©

ob Compressor

I2

<2—1>Tl

|
LBIack

DH if 15, 18, 20 KW
Heater Package is used.
Control Panel

:2
Indoor Blower
Relay

Indoor Fan
Capacitor

Transformer

®|
U\

24 VAC |||||||

BRG]

|6$ A DN 5* A |

6 Pin Plug (Female)

ol
O#W)

Phase Monitor

Contactor

Hi Pressure Control

YDH—) ’e!

Thermosta
- e e -
OnO

Low Ambient

| Outdoor
t (Opt.)

Bypass(Opt) @
.

Low Pressure Control

Low A. Bypass
Out. Fan Relay

OO,

Defrost Control
L. Amb. Control (Opt.)

©

N

Defrost Sensor

r

S

Low Voltage  |ndoor Blower
Terminal Block Relay

3

Jhi

Reversing Valve

Low Ambient Bypass
OAAN—O

66 &6

A for Bard use only.

Wire Identification numbers

Wires Connect

WARNING

USE COPPER CONDUCTORS
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