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*For Low speeds 
connect Orange to Black, Red (Low) to
Terminal 1 of indoor blower relay. For high
speed connect Black to Terminal 1 of
blower relay. Land Red lead on parking
terminal and isolate Orange lead with
insulated QC terminal.
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