
Wire Identification numbers
for Bard use only.99USE COPPER CONDUCTORS

ONLY SUITABLE FOR AT LEAST
75° C.

WARNING!

if Option Not

A
Wires Connect

Used

*DISCONNECT POWER BEFORE

! DANGER
*ELECTRICAL SHOCK HAZARD

 SERVICING.

A

L2

T3

L3

Compressor
Contactor7

T2T1

L1L2
29

CYout Y

L1 L3
Phase Monitor

3 Way Valve

A1

31 Dehum
Logic
Board

YOTWV Y C

RDGW2G1

6 Pin Electric
654321 Heat Plug

8

C

R

COM

460V

Transformer

12 Pin Vent41210 5 2 1 7 11 8 3 9 6
Option Plug

RT

Low Voltage
Terminal Strip

Class 2
7 6 5 4 3 2 L/1 Y2 Y1 W3/8 D A W2 B/W1 G R C

Plug 4 3 2
4 Pin

1 10 1

12 Pin
Plug

2345678911

L3

L2

L1

Compressor

2

1

3

4
5 6 2 3

1

A

A

A

3
1

2

4

4
2

1
3

5
Bl

ow
er

 S
pe

ed
 P

lug
39

Bl
ow

er
 P

ow
er

 P
lug

L1
C

G
N

38

Blower Speed
Terminal Block

Hi
Me

d
Lo

37

Field

Low Voltage

High Voltage
OptionalFactory

Pu
rp

le

Pu
rp

le/
W

hit
e

Pu
rp

le

Pu
rp

le/
Bl

ac
k

Pu
rp

le/
W

hit
e

Ye
llo

w/
Br

ow
n

Bl
ue

Blue

Blue

Bl
ue

Bl
ue

/B
lac

k

Bl
ue

/W
hit

e

Bl
ue

Bl
ue

/B
lac

k

Bl
ue

Bl
ue

Blue/Black

Gr
ay

Pi
nk

Pink

Or
an

ge
/B

lac
k

Or
an

ge
Or

an
ge

Or
an

ge

Or
an

ge
/W

hit
e

Yellow/Black

Yellow

Yellow

Yellow

Yellow

Or
an

ge
/B

lac
k

Ye
llo

w/
Pu

rp
le

Ye
llo

w/
Re

d

Ye
llo

w/
Bl

ac
k

Ye
llo

w/
Re

d

Ye
llo

w/
W

hit
e

Ye
llo

w/
W

hit
e

Ye
llo

w/
W

hit
e

Yellow

Or
an

ge
/B

lac
k

Yellow

Brown

Br
ow

n

Br
ow

n

Brown
Brown

Br
ow

n/W
hit

e
Br

ow
n/W

ht
Br

ow
n/W

ht

Br
ow

n

Brown

Br
ow

n

Red

Re
d/B

lue
Re

d/W
hit

e

Red

Red

Red

Red

Red

Red/White

Re
d/Y

ell
ow

Re
d/W

hit
e

Re
d

Re
d/W

hit
e

Re
d/B

lue

Red

Re
d/W

hit
e

102

 see literature packet or go to 
460-60-3

Eyelet

Hi Voltage Field Connection
Ground LugHi Voltage Field Connection

Bl
ac

k/W
hit

e

Ground

For Vent Wiring or controller/thermostat connections,

To change blower speed,
move orange/black wire
to desired speed tap.
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