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Low Voltage
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OptionalFactory

USE COPPER CONDUCTORS
ONLY SUITABLE FOR AT LEAST

75° C.

WARNING!

*DISCONNECT POWER BEFORE

! DANGER
*ELECTRICAL SHOCK HAZARD

 SERVICING.
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4
5 6 2 3

1

2

1

3

L1
Bl

ow
er

 P
ow

er
 P

lug N
G

C
138

Bl
ow

er
 S

pe
ed

 P
lu

g 5
4

3
2

A

L2

C
Yo

ut
Y

L1
L3

Ph
as

e 
M

on
ito

r

Me
d

Hi
gh

Lo
w

Blower Speed
Terminal12

L2 L3

Hi Voltage Field Connection
Hi Voltage Field Connection

L1 Hi Voltage Field Connection
For Vent Wiring or controller/thermostat 

connections, see literature packet 
or go to www.bardhvac.com
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WHEN NO VENT OPTION IS INSTALLED
JUMPER PLUG MUST BE INSTALLED NOTE:
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