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L N ENE 230/208-60-3 COMPONENT CODE

B | CIRCUIT BREAKER A1
(B2 | CIRCUIT BREAKER #2
CC | COMPRESSIR CONTACTIR
COMP | COMPRESSTR
OCC | OUAL CAN CAPACITOR
OFC | OEFROST CONTROL
DFS | DEFROST SENSIR
FB | FUSE BLOCK
6N | GROLND
HCI | HEATER CONTACTOR #1
HC2 | HEATER CONTACTCR #2
HPC | HIGH PRESSLRE CONTRIL
HSI | HEAT STRIP #]
HS2 | HEAT STRIP 42
1BM | INDOOR BLOWER MOTOR
LAB | LOW AMBIENT BYPASS
LAC | LO§ AMBIENT CONTROL

® 0 LPB | LOW PRESSURE BYPASS

' LPC | LOf PRESSURE CONTROL
) - - -— hi LS | LIMIT SYITCH
.m] OFM | QUTDOOR FAN MOTOR

— - 2400.1,!.1,! oM Pl | ACCESSORY PLLG #1
— 182 = P2 | ACCESSORY PLLG #2

0
> HY AR 1 P3 | ACCESSORY PLLG #3
] ol - _24VACT T PLT | PRESSIRE LUCKOUT DNDICATIR
> : il P SOLINOID
v | REY. VALY
LPB ® 1 | TRANSFORMER #1

12 | TRANSFORMER #2
T8I | TERMINAL BLOCK #1
182 | TERMINAL BLOCK #2
183 | TERMINAL BLOCK #3
T84 | TERMINAL BLOCK #4
185 | TERMINAL BLOCK #5
185 | TERMINAL BLOCK #6
187 | TERMINAL BLOCK #7
TWY | THREE WAY VALVE
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LPPER CONTROL PANEL
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LABELED WIRES CONNECT
ALﬁﬁyﬁIF NO EIP¥IEINS USED.

A MOVE RED WIRE 1O 208V TAP
FOR 208V OPERATION
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AINSTALL JUMPER FOR HIGH SPEED
BLOWER OPER. ON MODELS 36,42,
48, AND 60
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P2 BK | BLACK PK | PINK
BL | BLLE PR | PURPLE
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