460-60-3 LII (NI T (K] COMPONENT CODE

L2 CBI [ CIRCUIT BREAKER 41
5 CB2 | CIRCUIT BREAKER #2
cC 460-60-3 84—, CC | COMPRESSOR CONTACTOR
CCM | COMPRESSOR CONTROL MODULE
COMP | caMP | COMPRESSOR
OCC | DUAL CAN CAPACITOR
OFC | DEFROST CONTROL

DFS | DEFROST SENSOR

BR

FB | FUSE BLOCK

GND | GROUND

HCI | HEATER CONTACTOR #1
HC2 | HEATER CONTACTOR #2
HPC | HIGH PRESSURE CONTROL
HS! | HEAT STRIP #1

HS2 | HEAT STRIP #2

IBM | INDOOR BLOWER MOTOR
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LAB | LOY AMBIENT BYPASS

LAC | LOY AMBIENT CONTROL

UPPER CONTROL PANEL

LPB | LOY PRESSURE BYPASS

[PLLJ LPC | LOW PRESSURE CONTROL
I LS | LIMIT SyITCH
1 4eow-! COM OFM | OUTDOOR FAN MOTOR
o TB! 182 = OMR | DUTDOOR MOTOR RELAY
—T > AR —mae ! Pl | ACCESSORY PLUG #1
P2 | ACCESSORY PLUC #2
185 P3 | ACCESSORY PLUG #3
PLI | PRESSURE LOCKOUT INDICATOR
PM | PHASE MONITOR

00 @) ®) RV | REV. VALVE SOLINOID
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oo (PO ER © T8I | TERMINAL BLOCK #1

7 = TB5 T TB2 | TERMINAL BLOCK #2
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B3 | TERMINAL BLOCK #3
2 T84 | TERMINAL BLOCK #4

LI 85 | TERMINAL BLOCK #5

82 86 | TERMINAL BLOCK #6

PM
187 | TERMINAL BLOCK #7
ok 1 |0+ @ THY | THREE WAY VALVE
v d LABELED WIRES CONNECT
oy ™ RV ABADTE N opl 108 Use.
A MOVE RED WIRE T0 208y TP
FOR 208Y OPERATION

AINSTALL JUMPER FOR HICH SPEED
BLOWER OPER. ON MODELS 36 & 42|
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