4100C122 A A WARNING A DANGER Factory | Field | Optional

USE COPPER CONDUCTORS | [*ELECTRICAL SHOCK HAZARD | |High Voltage -

ONLY SUITABLE FOR AT LEAST | [*DISCONNECT POWER BEFORE . .
75° C. SESRVICING. Low Voltage — —| Heat Strip #1 | I Heat Strip #2

Composite Wiring Diagram QH Series 3
230/208-60-1, Represents Max. KW Electric Heat

CO’ Controlle nn i i i
Bart Pt n67 I" Thermostat Option ﬁ L\ bt irescomeifno
2 HOL_(T D) Move Red wire to 208V tap for 208V operation.
O 24 VAC Install jumper for hi speed blower oper. on Tull Limit
@ models 36,42, 48, and 60. Switch
COM @ ARemﬁvde jumper when Low Amb. Bypass is
= installed.
Analog @
Out 3 % % @
o £z
O z 3 &
Lot—— | |
8403-060 s U Brown ) | @) g
Thermostat % %>2_ - o
@Bl Redvelon—2 >j— Brown-&2 | J
O/YOH——Purple/Whit
g o >§ ‘ﬁ T2 ( 11
6
S Q999 (1 Terel £ Fe :
® Blue 8 - T 208/230-60-1 23
é & 220/240-50-1 P
@_ Brown 9 9 19 (1 Circuit Breaker #2 Per Nameplate 5 %
. n Oz ! | Brown Q — O —{@h--F =
R+-——Red/White g2 = (@) OTOWT s
. 3w = .
%——BIackl\Nhlts 9;_; §§ 3 6 Blue %) i anik: &
@ . &) | |@8 -3
02066 5 (3)Plug #4 o [ Blk/White ~ Black N _i . S g 5
€ ED__Reg S e
| pugs Dehumidification Wiring 2 ( of—" el ok
c
S —
%>1——Blackl\Nhite— Freeze % c% x B3 Clrcu1t<7:86£eaker#1 @GrLo:nd @ %{M‘Hﬂ
%>2__Re White— Protect Tstat S s 3 S .
3 RedYel Bard Part #8408-038 o ¥ C
Red/Yellow
K D @ ® 1
= 4 Purple/White —=——7 ? &
] | \+) Red/Yellow——
% Brown/White L Orange Orange é
6 <
% Orange [z @ 5o
% U Yellow i ﬂ“”""
8 1 [
= Blue } 3
= 9 Brown CED L1 9
91(1) Red/White 54 V3 U2 W L2 |
J
2 12 Black/White ———— Indoor
%>— Blower
Motor
I
230/208-60-1
IMEMANMINMON N6 A3 A2
@ S
L@ - s L1
Purple/Whit g 2 £ - g ®
urple/White e Plug #2 g Dg' % g é o @ % L2
. Al ST &5 Plug #3 1 o) IS
Black >2- 9>2_ J Brown/White g G
©) K p Black/White|<<2 S
RedlYeIIow—%>4— = - - - - - ~ 3 3 ks
it o o
&) © ———— Puplehite— 3 — Red/White kS
@ @ Brownl\Nhite—9>5— 95 ! Plug #1 : 6?3 '(_«é
. ER Orange >‘75_ 9>;3_ Yellow ) o Red—{s F o m
2 =
W @a——— | | % ~—— Black/Mhite—— Q—Gfee”—?> S
@ © — e d 9\9 ) —Black—>>> 8
Brown >4 3 c
® ® o201 50 — HIEE
ed/White 1>1— T 1 + I & i
ONT, Pink ] NIl IC I— -— -— | ] &) 8
12 9;2 = o | = [ @ E) — i — _ J (O]
@ /@ —tRed/White- > SIS |Z|'E|| £||( Terminal ¢ J |
ealhite{ 2 ©; 7 2@ S]] || Bockez [ ( .
5 | 3| = Compressor ] f - Black——
- O | L& m J i ontactor & 3 j Pink—— J
- 34
©°| COMEVE © O dl [ P
, © Black/White @™ || L 2 ! © Uy
Relay Logic Board 4102-067 A Pressure Lockout | =2 E = = - T1 2 ® ® & 2
- - Indicator o g f M
"J" "K" Thermostat Option| |"E" Thermostat Option ,_® |L = L (B
"J" CS9BE-THO" Plug #4[ ] Temp. and Humidity — ),
K" CS9BE-THOC 1 Controller = [€6) ,_@ @
@ %>E PART #8403-060 1? a7 | )
%>§ @ Red/Yellow oD . Yellow (&) @ <D_/ Defrost Control
] 3 Black/White
Oz Red/Yellow ——->* Purple/Whit Yellow/Red €0 Ch—
—\_ ¢ 6o urple/White 7 Whi D) W 36
@——\_Purplel\Nhlte > ® BrownWhite @ Red/White "
60 Brown/White—%}% © orange 5 § (26 r ( Red D Black/White— - © © s e seeeo | | |
6 1 306090 F— S
@ Orange & © Yellow 7 é @NS® EEEE] ,;—g
g Yellow >1 @ Blue ; o ® @ Transformer §Q) » @ @ ‘ @ (@ (@ 5
@ Brown 2
® Blue » ® Red/White 19 208 'ﬁ L) (39 @ %
-0 © BlackWhite — Black—0 3 8 ) S
@2+ Brown——»% - " _—1© CoM Blac X 3 g
; >]_C 4102-064 Z NIV . ~ e ad — S
-%_ Red/White K Ground 3 Black/White———— @) 29
Black/White— H200 =
b, @’__j Humidistat }— Low Ambient Dual Can{1?y Terminal L x D o
@ %>1‘ @_@-j @_m . il%4 P _@_| Bypass (Opt.) Capacitor — Block #4 ( E & & 2 g § L g ént\d
4102-079 — @ Us RaC nnnnn Il | | Red— Y T1 T 3 S @ = =T ° 3
—Red/White U = o
CC — & oo | |1E6@ ERg> 7 ¢ 2| &
Thermostat o ——————-—- KD —PurpleWhite —7> o 5 @
Option @-— —————————— -@-—BrownNVhite—g% ~ | e Yellow— E g -® @ @ <S> (SD c @ W BIO<%(>#5
o B T T
O O @1 Orange — S - — Black/White— - - - - - _ - -1 %_J X
) E— o — e | [T = SNt I Iyt I Oy s O
] ]
O e ] e = o
B % Blue—— L.I Iﬁ II_ Black : @ A2 3 Hh B B b 6 6 | E
B ——————————1 @H——————————1 @D —Brown—; T29 o+ —|+—Black- — ~ K T Press. %:—I—%; 2 & @ Ly
Factory e RH——————————1 {R/—RedWhite—- (Bl ' &b Switch gRe\y:{fé"g
mﬂ:rd Ot ==-==—=——1 O-—————————1 HCOH—Black/White — Terminal Black— = I &
O |rén200i151 O] s403-060 Low Vot ; Biock #3 10 (¥ | Low Ambient S Low Pressure Defrost \_@‘
4102-063 HRO| Thermostat _ Therrr;ostat _ T%Vrvm.%lggﬁ 2] Control (Opt.)  Qutdoor Fan Motor Compressor Switch Sensor 3 Way Valve




